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FINISH FLOORING PER DRAWING AND SPECIFICATIONS

INTEGRAL COVE BASE
DETAIL SECTION

CAP STRIP PER 09 65 16 SPECIFICATION

0'
-6

"
FINISH FLOORING AND COVED
BASE

REPLACE OPERATING ROOM
FLOORING AND COVED BASE

10/28/16 KS MS

640-17-101

Exhibit 1

SCALE:  1/16" = 1'-0"
5 THIRD FLOOR EXISTING PLAN

LEGEND
ORS REQUIRING FINISH FLOORING AND
COVED BASE REPLACEMENT.  FOR
FLOORING DIMENSIONS SEE "REPLACE OR
FLOORING SOW" 
FOR BASE DETAIL SEE E2/EXHIBIT 1
DRAWING.  FINISH FLOORING TRANSITION
TO OCCUR MID-POINT AT DOOR
THRESHOLD.  ALL
FLOOR MOUNTED DOOR HARDWARE
(LATCH STRIKE PLATE AND MAGNETIC
DOOR/WALL STOP) TO BE REPLACED TO
MATCH EXISTING.  PAINT DOOR FRAMES
IN ROOMS TO DOOR STOP TO MATCH
EXISTING COLOR AND SHEEN.


